
WIC Planned Outage Start Date Finish Date State Maintenance Activity

X23-602401 2/14/2024 2/14/2024 Wyoming WIC ECHO SPRINGS LATERAL (Segment 428): Creston 

Compressor Station , unit will be down for mechanical 

maintenance. Capacity will be reduced to 0 MDth/d.

X23-140868 2/20/2024 2/21/2024 Colorado PICEANCE LATERAL - COLORADO (Segment 422): Piceance 

Station one unit be out of service to perform mechanical 

inspection. Capacity will be reduced to 450 MDth/d.

X24-120889 2/27/2024 2/27/2024 Colorado PICEANCE LATERAL - COLORADO (Segment 422): Piceance 

Station will be out of service to perform maintenance. Capacity 

will be reduced to 480 MDth/d.

X23-468075 4/22/2024 4/26/2024 Wyoming THREEMILE LATERAL TO REX (Segment 420): Wamsutter 

Jumper, WIC will perform unit maintenance. Capacity will be 

reduced to zero MDth/d

X23-465205 5/7/2024 5/7/2024 Colorado PICEANCE LATERAL - COLORADO (Segment 422): Piceance 

Station will be out of service to perform Station DOT/ESD test. 

Capacity will be reduced to 450 MDth/d.

X23-980213 5/8/2024 5/8/2024 Wyoming WIC Echo Springs (Segment 428): 232A 16" WIC will be 

performing pigging operations Creston Meter Station to Creston 

Compressor Station

X23-468076 5/8/2024 5/8/2024 Colorado PICEANCE LATERAL - COLORADO (Segment 422): Piceance 

Station one unit be out of service to perform unit shut down 

checks. Capacity will be reduced to 450 MDth/d.

X23-470751 5/9/2024 5/9/2024 Colorado PICENANCE LATERAL - COLORADO (Segment 422): Piceance 

Station one unit be out of service to perform unit shut down 

checks. Capacity will be reduced to 450 MDth/d.

X23-1045739 5/15/2024 5/15/2024 Wyoming WIC ECHO SPRINGS LATERAL (Segment 428): Creston 

Compressor Station , unit will be down for mechanical 

maintenance. Capacity will be reduced to 0 MDth/d.

X23-556108 5/22/2024 5/22/2024 Wyoming MEDICINE BOW - WYOMING (Segment 440): Douglas 

Compressor Station The station will be out of service for Annual 

DOT/ESD Checks. Capacity will be reduced to 410 MDth/d.

X23-602404 6/11/2024 6/13/2024 Wyoming PICEANCE LATERAL - CO (Segment 422):Snake River 

Compressor Station  Annual DOT ESD tests. Capacity will be 

reduced to 440 MDth/d.

X23-640291 6/19/2024 6/20/2024 Wyoming WIC/CIG(FLY) FLYING HAWK WELD (800245):  Cheyenne WIC 

Compressor Station Annual DOT ESD systems checks. Capacity 

at the Flying Hawk WIC to CIG Meter Station 800245 will be 

reduced to 663 MDth/d.

X23-849259 7/23/2024 7/23/2024 Wyoming WIC ECHO SPRINGS LATERAL (Segment 428): Creston 

Compressor Station , unit will be down for mechanical 

maintenance. Capacity will be reduced to 0 MDth/d.

X23-1281464 9/9/2024 9/13/2024 Wyoming WIC Echo Springs (Segment 428):Creston Compressor Station 

will be out of service to perform Annual DOT/ESD systems 

checks. Capacity will be reduced to zero.



X23-960422 9/17/2024 9/17/2024 Wyoming THREEMILE LATERAL TO REX (Segment 420): Wamsutter 

Jumper, WIC will perform unit maintenance. Capacity will be 

reduced to zero MDth/d.

X23-1045740 10/22/2024 10/22/2024 Wyoming WIC ECHO SPRINGS LATERAL (Segment 428): Creston 

Compressor Station , unit will be down for mechanical 

maintenance. Capacity will be reduced to 0 MDth/d.


